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SUBJECT: Request for Approval of Page Change 2008-002 

TO:	 Dae Y. Chung, Deputy Assistant Secretary for Safety Management and Operations, 
Office of Environmental Management 

This letter transmits Page Change 2008-002 for your approval. The attached Safety 
Evaluation Report (SER) provides the basis for approval of Page Change 2008-002 that, 
upon Department of Energy (DOE) approval, amends the Waste Isolation Pilot Plant (WIPP) 
safety basis, as described below. Page Change 2008-002 (attached) is provided as an 
attachment to the SER. 

Washington TRU Solutions (WTS) prepared draft Page Change 2008-002 to the WIPP 
Contact-Handled (CH) and Remote-Handled (RH) Documented Safety Analyses (DSAs) and 
Technical Safety Requirements (TSRs) to support revision of the CH and RH TSR Limiting 
Condition for Operation (LCO) 3.1.1. Page Change 2008-002 fulfills the commitment in the 
Justification for Continued Operation (JCO) NS-RP-2008-02, Basis to Continue Normal 
Operations During Repair of the Washington TRU Solutions Fire Suppression System, to 
revise the applicable TSRs based on the final Fire Suppression System (FSS) configuration. 
The JCO will terminate when the FSS is returned to operable status and revised CH and RH 
TSRs have been reviewed and approved by DOE, or by June 30, 2008, whichever comes 
first. 

If you have any questions or comments regarding this matter, please contact Dr. Gary L. 
Scott at (575)234-7336. 
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REPLY TO 
ATTN OF: EM-60 (Chung, 202-586-5151) 

SUBJECT: Request for Approval of Page Change 2008-002 

TO: David Moody, Manager, Carlsbad Field Office 

Based on my review of the Safety Evaluation Report ofthe Waste Isolation Pilot 
Plant Contact Handled (CIl) Waste Documented Safety Analysis (Revision 10), 
Contact Handled (CH) Technical Safety Requirements (Revision 10), Remote 
Handled (RH) Waste Documented Safety Analysis (Revision 0), and Remote 
Handled (RH) Technical Safety Requirements (Revision 0) Page Changes 2008-002, 
June 2008, I am approving the SER. There are no conditions of approval. 

I have signed the attached SER for your records and transmittal to the contractor. If 
you have any further questions, please call me at (202) 586-5151. 

Dae Y. Chung 
Deputy Assistant Secretary for 

Safety Management and Operations 
Environmental Management 

Attachment 
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1.0 INTRODUCTION 

This Safety Evaluation Report (SER) addresses the collective changes within Page Change 2008
002 requests for page changes to WIPPIWIPP-95-2065, Revision 10, WASTE ISOLATION 
PILOT PLANT CONTACTHANDLED (CH) WASTE DOCUMENTED SAFETY ANALYSIS, 
Chapter 5; DOEIWIPP-95-2125, Revision 10, WASTE ISOLATION PILOT PLANT CONTACT 
HANDLED (CH) TECHNICAL SAFETY REQUIREMENTS, Revision 10, DOEIWIPP-06-3174, 
Revision 0; WASTE ISOLATION PILOT PLANT REMOTE HANDLED (RH) WASTE 
DOCUMENTED SAFETY ANALYSIS, Chapter 5; and DOEIWIPP-06-3178, Revision 0, WASTE 
ISOLATION PILOTPLANT REMOTE HANDLED (RH) TECHNCIAL SAFETY 
REQUIREMENTS, as submitted in the Washington TRU Solutions, LLC (WTS) emails by Ms. 
Donna Busche, ChiefNuclear Engineer, to Dr. Gary Scott, Authorization Basis Senior Technical 
Advisor, U.S. Department of Energy (DOE) Carlsbad Field Office (CBFO), on June 16,2008 
and June 17, 2008. This request results from the need to revise valve listings and textual content 
within the above mentioned documents to support revision of the CH and RH Technical Safety 
Requirement (TSR) Limiting Condition for Operation (LCO) 3.1.1. These page changes fulfill 
the commitment in the Justification for Continued Operation (lCO) NS-RP-2008-02, Basis to 
Continue Normal Operations During Repair ofthe Washington TRU Solutions Fire Suppression 
System, to revise the TSRs based on the final FSS configuration. The JCO will terminate when 
the Fire Suppression System (FSS) is returned to operable status and revised CH and RH TSRs 
have been reviewed and approved by DOE, or by June 30, 2008, whichever comes first. The 
time dependent need for approval of the page changes is to allow for continued TRU waste 
handling and emplacement operations at the Waste Isolation Pilot Plant (WIPP) Site beyond June 
30, 2008 by using either a primary or an alternate set of isolations valves to provide for the 
previously analyzed and credited FSS performance while not violating the currently worded CH 
andRH TSRs. 

The text changes to be incorporated in the CH and RH Documented Safety Analysis (DSA) 
Chapters 5 and the CH and RH TSR sections address several revisions affecting the ability to 
provide Waste Handling Building (WHB) and Support Building credited fire suppression system 
performance in the event of a small fire in the WHB within the areas served by three FSS risers 
and by the one FSS riser in the Support Building. WIPP FSS valves for both the normal and 
alternate fire water supply routes are identified, prior Post Isolation Valves (PNs) that have been 
replaced by the current configuration have been eliminated, and the NFPA-code driven PN 
monthly surveillance for the eliminated PNs are also deleted. 

The following page changes for the CH DSA, Revision 10, and the CH TSR, Revision 10, are 
attached to facilitate DOE's review and approval of all CH-related page changes: 

•	 DOEIWIPP-95-2065, CH DSA, Revision 10, Chapter 5, page 5-4, Section 5.5.1.1 Safety 
Limits, Limiting Control Settings, and Limiting Conditions for Operations for Fire Water 
Supply and Fire Suppression for the WHB and Support Building LCO for operable FSS, 
statements made at the second and fourth bullets (a combination of single line-through 
deletions and simple word substitutions), and clarification of the third bullet on "Other 
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Isolation Valves" that must be locked open to identify the two valves located on the WHB 
mezzanine and in the waste hoist control room. 

•	 DOEIWIPP-95-2065, CH DSA, Revision 10, Chapter 5, page 5-4, Section 5.5.1.2 
Surveillance Requirements for Fire Water Supply and Fire Suppression for the WHB and 
Support Building for the Water Supply Pressure, Primary and Alternate Isolation Valves, 
Other Isolation Valves and Post Isolation Valves (a combination of single line-through 
deletions and simple word substitutions). 

•	 CH TSR, Section 3/4-1, LCO 3.1.1 for Operable FSS in the WHB and Support Building, 
page 3/4-4, second and fourth bullets (a combination of single line-through deletion and 
simple word substitutions). 

•	 CH TSR, Section 3/4-1, LCO 3.1.1, page 3/4-5, revised listing of the greater number of 
isolation valves identified for the primary and alternate water supply routes in the table 
for the CH Bay, OP&RR, RH Bay, and Support Building riser locations (a combination 
of new and currently listed valve identification numbers for each riser with the newly 
identified valves being underlined and text corrections). 

•	 CH TSR, Section 3/4-1, LCO 3.1.1, Required Actions A.4 and 8.3, page 3/4-6, restore 
operability within two weeks (single line-through deletions). 

•	 CH TSR, Section 3/4-1, LCO 3.1.1, Surveillance Requirements, page 3/4-7, a Monthly 
Surveillance 4.1.1.2 (a combination of single line-through deletions and simple word 
substitutions) and 4.1.1.4 (a single line-through deletion). 

•	 CH TSR, Section 3/4-1, LCO 3.1.2 Fire Water Supply System, page 3/4-8, identification 
of four isolation valves at the Building 456 Pump House listed as the new third bullet. 

•	 CH TSR, Section 3/4-1, LCO 3.1.2, Surveillance Requirements, page 3/4-10, 
identification of the four isolation valves at the Building 456 Pump House for the 
Monthly Surveillance 4.1.2.2. 

•	 CH TSR, Section 8.3.1.1, page A-II, Application to Safety text (adding WHB). 

•	 CH TSR, Section 8.3.1.1, page A-II, LCO text in the second and fourth bullets (a 
combination of single line-through deletions and simple word substitutions) and the 
single deletion of the aforementioned SR and Bases for 4.1.1.4. 

•	 CH TSR, Section 8.3.1.1, page A-13, Action A.4 (a single line-through deletion). 

•	 CH TSR, Section 8.3.1.1, page A-14, Action 8.3 (a single line-through deletion). 

•	 CH TSR, Section 8.3.1.1, page A-14, SR 4.1.1.2 (a combination ofa combination of 
single line-through deletions and simple word substitutions and the mention of valves 
listed in Table 3.1.1-1 for valves required to be locked open). 

•	 CH TSR, Section 8.3.1.1, page A-15, SR 4.1.1.4 (a single line-through deletion). 

•	 CH TSR, Section 8.3.1.2, page A-17, LCO bases for the newly identified valve 
identifications at the Pump House listed as the new third bullet. 

2
 



CH and RH TRU Documented Safety Analyses Page Change 2008-002 Safety Evaluation Report
 
CH and RH TRU Technical Safety Requirements Page Change 2008-002 June 2008
 

• CH TSR, Section 8.3.1.2, page A-22, bases clarification of the Monthly Surveillance SR 
4.1.2.2 of the four isolation valves at the Building 456 Pump House (was identified in the 
current CH TSR as at the base of the tank). 

No additional new text or valve related control functions are proposed to be added to any CH 
DSA or TSR sections. 

Likewise, the following page changes for the RH DSA, Revision 0, and the RH TSR, Revision ° 
are attached to facilitate DOE's review and approval of all RH related page changes: 

•	 DOE/WIPP-06-3174, RH DSA, Revision 0, Chapter 5, page 5-4, Section 5.5.1.1 Safety 
Limits, Limiting Control Settings, and Limiting Conditions for Operations for Fire Water 
Supply and Fire Suppression for the WHB for the LCO for an operable FSS, statements 
made at the second and fourth bullets (a combination of single line-through deletions and 
simple word substitutions) , and clarification of the third bullet on "Other Isolation 
Valves" that must be locked open to identify the two valves located on the WHB 
mezzanine and in the waste hoist control room. 

•	 DOE/WIPP-06-3174, RH DSA, Revision 0, Chapter 5, page 5-4, Section 5.5.1.2 
Surveillance Requirements for Fire Water Supply and Fire Suppression for the WHB for 
the Water Supply Pressure, Primary and Alternate Isolation Valves, Other Isolation 
Valves and Post Isolation Valves (a combination of single line-through deletions and 
simple word substitutions). 

•	 RH TSR, Section 3/4-1, LCO 3.1.1 for Operable FSS in the WHB, page 3/4-4, second 
and fourth bullets (a combination of single line-through deletions and simple word 
substitutions). 

•	 RH TSR, Section 3/4-1, LCO 3.1.1, page 3/4-5, revised listing of the greater number of 
isolation valves identified for the primary and alternate water supply routes in the table 
for the CH Bay, OP&RR and RH Bay riser locations (a combination of new and currently 
listed valve identification numbers for each riser with the newly identified valves being 
underlined and text corrections). 

•	 RH TSR, Section 3/4-1, LCO 3.1.1, Required Action A.4, page 3/4-6, restore operability 
within two weeks (a single line-through deletion). 

•	 RH TSR, Section 3/4-1, LCO 3.1.1, Surveillance Requirements, page 3/4-6, a Monthly 
Surveillance 4.1.1.2 (a combination of single line-through deletions and simple word 
substitutions) and 4.1.1.4 (a single line-through deletion). 

•	 RH TSR, Section 3/4-1, LCO 3.1.2 Fire Water Supply System, page 3/4-7, identification 
of four isolation valves at the Building 456 Pump House listed as the new third bullet. 

•	 RH TSR, Section 3/4-1, LCO 3.1.2, Surveillance Requirements, page 3/4-8, identification 
of the four isolation valves at the Building 456 Pump House for the Monthly Surveillance 
4.1.2.2. 

•	 RH TSR, Section 8.3.1.1, page A-II, Application to Safety text (adding in WHB). 
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•	 RH TSR, Section 8.3.1.1, pages A-II and A-12, LCO text in the second and fourth 
bullets (a combination of single line-through deletions and simple word substitutions) and 
the single deletion of the aforementioned SR and Bases for 4.1.1.4. 

•	 RH TSR, Section 8.3.1.1, page A-14, Action A.4 (a single line-through deletion). 

•	 RH TSR, Section 8.3.1.1, page A-14, SR 4.1.1.2 (a combination of a combination of 
single line-through deletions and simple word substitutions). 

•	 RH TSR, Section 8.3.1.1, page A-15, SR 4.1.1.4 (a single line-through deletion). 

•	 RH TSR, Section 8.3.1.2, page A-I?, LCO bases for the newly identified valve
 
identifications at the Pump House listed as the new third bullet.
 

•	 RH TSR, Section 8.3.1.2, page A-2l, bases clarification of the Monthly Surveillance 
4.1.2.2 of the four isolation valves at the Building 456 Pump House (was identified in the 
current CH TSR as at the base of the tank.) 

Similarly, no other new text or valve related controls are proposed to be added to any RH DSA or 
TSR sections. 

2.0 REVIEW PROCESS 

Incorporation of these changes is recommended to the Approval Authority based upon review of 
the specific changes and their supporting documentation by the CBFO staff, with assistance from 
the CBFO Technical Assistance Contractor (CTAC). This involved (1) verification of the 
technical accuracy, completeness, and defensibility of the proposed additions and revisions of the 
fire water distribution and fire suppression systems, (2) verifying that the TSR changes are 
consistent with the bases for the derivation of controls in Chapters 5 in both the CH DSA, 
Revision 10, and the RH DSA, Revision 0, (3) verifying all listed valves, including the newly 
listed supply valves across the WIPP Site were locked open at the time requested by CBFO, and 
(4) verifying test from the last set of NFPA code-complaint testing across the WIPP Site 
demonstrate fire water supply met or exceeded the FHA-prescribed minimum pressures and 
capacity. 

This SER is prepared in accordance with the guidance provided in DOE-STD-ll 04-96, Review 
and Approval ofNonreactor Nuclear Facility Safety Analysis Reports (Change Notice 3). This 
review provides the Director, Deputy Assistant Secretary, Safety Management and Operations, 
DOE Office of Environmental Management (Approval Authority), with the basis for approval of 
these changes. 

3.0 APPROVAL BASES 

The page changes covered by this SER are required due to normally planned and sequenced 
project changes in the fire water supply to the WHB and the Support Building or that surfaced 
when the WIPP Site-wide fire water supply and WHB and Support Building FSS components 
were walked down for configuration management and LCO 3.1.1 and 3.1.2 implementation 
purposes. These walkdowns started at the fire water supply, included the fire pump house and all 
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exterior and all applicable interior valve locations. It is DOE's understanding that these newly 
listed valves were not subject to the same TSR SR procedure that verified that the isolation 
valves currently listed in the CH and RH TSRs are locked open. However, WTS does control the 
valves with locks via the Fire Protection Program as evidenced by their walkdown continnation, 
and in addition, as stated in Section 2.0 of this SER, the DOE review team verified that all listed 
valves, including the newly listed isolation valves across the WIPP Site, were locked open at this 
time. Since WTS will be revising the LCO 3.1.1 and 3.1.2 SR procedures to implement the page 
changes, all TSR-required valves will be procedurally controlled. 

As identified in Section 1.0 of this SER, the CH DSA, Revision 10, Chapter 5 changes and the 
corresponding CH TSR, Revision 10 proposed and necessary page changes as well as the RH 
DSA, Revision 0, Chapter 5 changes and the corresponding RH TSR, Revision 0, changes were 
made in all four safety basis documents. The changes impact those requirements necessary to 
positively provide CH and RH Chapters 3-credited fire suppression capabilities to the WHB and 
Support Building for the CH DSA and for the WHB for the RH DSA. The FSS provides 
protection by preventing small fires from becoming larger fires and negatively impacting TRU 
Waste. 

To allow the facility change to be made, the CH and RH TSR-prescribed LCO 3.1.1 on PIVs and 
their associated Surveillance Requirements 4.1.1.4 would be eliminated. This change is editorial 
in nature since PIVs are included in the revised LCO 3.1.1 and their surveillances are included in 
the revised SR 4.1.1.2. Additional valves are identified which must be verified to be locked open 
when the fire water supply and fire suppression systems are deemed to be OPERABLE and thus 
provide the Chapter 3-credited fire protection to support continued TRU waste handling activities 
within the WHB. 

Deletion of the Required Action to restore the FSS within two weeks is also proposed due to the 
age and condition of the underground fire water supply system and recent rupture and need for a 
Response Plan and JCO. DOE accepts this change since LCO 3.0.3 requires a MODE change or 
placing of the facility in a safe condition and submittal ora Response Plan to restore the FSS. 
This will assure that appropriate priority and funding is made available to restore the FSS to 
resume nonnal waste handling activities. 

These similar CH and RH TSR requirement changes are necessary to be approved and 
implemented before June 30, 2008 in order to avoid a TSR violation associated with existing fire 
water supply valve positioning and new valve installation and substitution and the locking open 
of this combination of valves. 

4.0 RESULTS 

The review resulted in confinnation that the CH TSR, Revision 10, is accurate and complete, and 
is consistent with the CH DSA, Revision 10, as modified by Page Change 2008-002, and with 
the TSRs as modified and discussed above. The review also resulted in the confinnation that the 
RH TSR, Revision 0, is accurate and complete, and is consistent with the RH DSA, Revision 0, 
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Chapters 3, 4, and 5, with only Chapter 5 being modified by Page Change 2008-002, and with the 
RH TSRs as modified and discussed above. 

It should be noted that changes to Chapter 4 Safety Structures, Systems, and Components of the 
CH and RH DSAs were not made at this time. Configuration changes to the FSS are not 
accurately described in Chapters 4 (e.g., the system description in Section 4.4.1.2 and functional 
requirements in Table 4.4-1), however, since the Chapters 5 derivation of the TSRs and the TSR 
LCO and Bases are adequate to support the page changes, the DOE expectation is that the 
updated descriptions of the FSS configuration will be made during the next Chapter 4 update for 
the merged CH and RH DSA that is currently being developed. 

It is the judgment of the reviewers that the CH DSA, Revision 10 changes (Page Change 
2008-002), the CH TRS, Revision 10 changes (Page Change 2008-002), the RH DSA Revision 0, 
changes (Page Change 2008-002), and the RH TSR Revision 0, change (Page Change 2008-002) 
meet the 10 CFR 830 Subpart B requirements and DOE Order 420.1 fire protection requirements 
and are consistent with associated DOE guidance, and that the implementation of these DSA and 
TSR changes are appropriate for the contractor to operate as established by the safety basis. 

5.0 CONDITION OF APPROVAL 

No conditions of approval are necessary for Page Change 2008-002 to the CH DSA and CH 
TSRs and the RH DSA and the RH TSRs. 

6.0 CONCLUSIONS 

Based on the reviewers' assessment of Page Change 2008-002 to Revision 10 of the CH DSA 
and CH TSRs, and to Revision 0 of the RH DSA and RH TSRs, and the evaluation of the 
Approval Authority, it is concluded that the page changes are consistent with the derivation of 
controls in the CH and RH Waste DSAs. Page Change 2008-002 to Revision 10 of the CH DSA 
and TSRs, and to Revision 0 of the RH DSA and RH TSRs, are thus approved. 
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Safety Evaluation Report Attachment
 
WTS Page Change 2008-002 Request Submittal
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WIPPCHDSA DOEfWIPP-95-2065, REV. 10 - Page change 2008-002 CHAPTERS 

Fire Suppression System for the WHB and Support Building 

A LCO shall be required, along with the appropriate conditions for an operable fire suppression system, 
for the WHB and the fire suppression system for the Support Building: 

The static pressure as measured at each riser to the WHB and Support Building shall be greater 
than or equal 125 pounds per square inch gauge (psig). 

The trnrin primary or alternate isolation valve§. at li5el shall be locked in the open position 

All othel 5§ystem isolation valves FW-4ll-V-On and FW-4ll-V-073 shall be locked in the 
open position 

t·	 The P05t indieatol valv e 5hall be locked in the open p"'5ition 

Main drain test results are less than or equal to 20 percent pressure change 

Water flow indication when the inspector's test valve is opened 

Fire Water Supply System 

A LCO shall be required along with the appropriate conditions for an operable Fire Water Supply System: 

The system shall maintain a water capacity of z 135,000 gallons
 

The system shall have two operable fire pumps
 

5.5.1.2 Surveillance Requirements for Fire Water Supply and Fire Suppression 

Fire Suppression System 

Water Supply Pressure 

In order for the fire suppression system to operate properly, the static water supply pressure at the CH bay 
riser must be greater than or equal to 125 psig. This SR verifies on a monthly basis that the water supply 
pressure is adequate. 

Primary and Alternate Mmn Isolation Valves 

The trnrin primary or alternate isolation valve§. £01 each li5C1 i5 are required to be locked open. This SR 
verifies that these valves are locked open on a monthly basis. 

8thel 15olati"'n Valv e5 

The othel i50lation valvc5 in the 5y5tClll atc lCquited to bc loekcd open. Thi5 SR velifie5 that the5e valvc 
ale l",eked "'pen ",n a mmlthly bMi5. 

P"'5t Indicatm Val ves 

Thc post indieatm valve aS50eiatcd with each 5Y5tcrn is IcquilCd to be loekcd open. This SR vcrifie5 that 
thi5 valve i5 l",eked open ",n a lllmithly bMi5. 

Inspector's Test Valve Flow 

The fire suppression system requires indication of water flow when the ITV is opened. This SR opens the 
lTV and verifies water flow through the associated system on a quarterly basis. 

5-4	 June 2008 



WIPPCHTSR DOEIWIPP-95-2125, REV. 10 - Page Change 2008-002 

3/4.1 FIRE PROTECTION SYSTEM 

LCO 3.1.1 Fire Suppression System for the Waste Handling Building and Support Building 

LCO:	 The fire suppression system for the WHB and the fire suppression system for the 
Support Building shall be OPERABLE. An OPERABLE fire suppression system 
consists of the following elements: 

The static pressure at each riser identified in Table 3.1.1-1 shall be greater 
than or equal to 125 psig (pounds per square inch gauge). 

The primary or alternate tmrin-isolation valve~ [VI each riser identified in 
Table 3.1.1-1 shall be locked in the open position. 

All other system isolation valves identified in Table 3.1.1-2 shall be locked 
in the open position. 

The post indicator valv e(s) (PIV) identified in Table 3.1.1-1 shall be 
locked in the open position. DELETED 

Water flow indication when the inspector's test valve(s) (ITV) identified in 
Table 3.1.1-1 is opened. 

Main drain test results are less than or equal to 20 percent pressure change. 

MODE Applicability:	 CH WASTE HANDLING and CH WASTE STORAGE 

PROCESS AREA CH BAY and UNDERGROUND (during CH WASTE transport using the waste 
Applicability: hoist) 

3/4-4	 June 2008 



WIPPCHTSR DOEIWIPP-95-2125, REV. 10 - Page Change 2008-002 

3/4.1 FIRE PROTECTION SYSTEM 

LCO 3.1.1 Fire Suppression System for the Waste Handling Building and Support Building 
(continued) 

Table 3.1.1-1 Fire Sunoression Comoonent Risel and PIV Identification 

Riser Location Gauge Number Primary Isolation Alternate Isolation lTV Number 
Valve(s) and PlY Valve(s) Numbers 

Numbers 

CHBAY 411-Pl-003-001 FW-Y-PlV-l FW-Y-PlV-l FW-411-V-023 
FW-412-V-002FW-Y-PlV-20 FW-Y-PlV-2 

FW-Y-PlV-38 FW-Y-PlV-4 
FW-Y-PlV-19 FW-Y-PlV-ll 
FW-411-V-OOl FW-Y-PlV-8 
FW-412-V-006 FW-411-V-079 

FW-411-V-078 
FW-411-V-OOl 
FW-412-V-006 

OP&RR 411-Pl-003-003 FW-Y-PIV-l 
FW-Y-PIV-2 

FW-Y-PIV-l 
FW-Y-PIV-20 

FW-411-V-062 

FW-Y-PIV-4 FW-Y-PIV-38 
FW-Y-PIV-ll FW-Y-PIV-19 
FW-Y-PIV-8 FW-411-V-078 
FW-411-V-OlO FW-411-V-079 

FW-411-V-OlO 

RHBAY 411-PI-003-005 FW-Y-PIV-l FW-Y-PIV-l FW-411-V-042 
FW-Y-PIV-20 FW-Y-PlV-2 

FW-Y-PlV-4 
FW-Y-PIV-ll 

FW-411-V-044 
FW-Y-PIV-38 
FW-Y-PIV-18 
FW-Y-PIV-17 FW-Y-PIV-7 
FW-411-V-052 FW-Y-PIV-14 

FW-Y-PIV-16 
FW-Y-PIV-17 
FW-411-V-052 

Support 451-PI-009-001 FW-Y-PIV-l FW-Y-PIV-l FW-451-V-008 
Building FW-Y-PIV-2 

FW-Y-PIV-4 
FW-Y-PIV-ll 

FW-Y-PIV-20 
FW-Y-PIV-38 
FW-Y-PIV-18 

FW-Y-PIV-7 
FW-Y-PIV-12 
FW-451-V-OI0 

FW-Y-PIV-14 
FW-Y-PIV-16 
FW-Y-PIV-12 
FW-451-V-OI0 

Table 3.1.1-2 Isolation Valve Number and Location 

Valve Number Location Description 

FW-411-V-072 Isolates the sprinkler piping in modular office 41-Z-052, located on WHB 
mezzamne. 

FW-411-V-073 Isolates the sprinkler piping in the sound enclosure, located in the waste hoist 
control room. 
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3/4.1 FIRE PROTECTION SYSTEM 

LCO 3.1.1	 Fire Suppression System for the Waste Handling Building and Support Building 
(continued) 

------------------------------------------------------------NOTE----------------------------------------------------------
Separate entry is allowed for each INOPERABLE portion of the fire suppression system. 

t 
t 
t 

t 
t 
t 

ACTIONS 

Condition 

A	 The fire suppression 
system is determined 
to be INOPERABLE 
for the WHB 

B.	 The fire suppression 
system is determined 
to be INOPERABLE 
for the Support 
Building 

Required ACTION 

Al Do not introduce any additional 
TRUPACT-lls or HalfPACTs with 
CH WASTE into the CH BAY and do 
not open CLOSED TRUPACT-lls or 
HalfPACTs with CH WASTE in the 
CHBAY. 

AND 

A2 Post a FIRE WATCH in the 
AFFECTED AREA(s) 

AND 

A3 Stop all CH WASTE HANDLING 
OPERAnONS in the CH BAY 

2\ND 

-A:4 RcstOic OPERABILITY ofthc affectcd 
firc supprcssion systcm 

B.1 Do not introduce any additional 
TRUPACT-lls or HalfPACTs with 
CH WASTE into the CH BAY and do 
not open CLOSED TRUPACT-lls or 
HalfPACTs with CH WASTE in the 
CHBAY. 

AND 

B.2 Post a FIRE WATCH in the 
AFFECTED AREA(s) 

2\ND 

IT.3' Rcstorc OPERABILITY of thc affectcd 
firc supprcssion systcm 

Completion Time 

IMMEDIATELY 

IMMEDIATELY 

48 HOURS 

2 WEEKS 

IMMEDIATELY 

IMMEDIATELY 

2 VlEEKS 
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3/4.1 FIRE PROTECTION SYSTEM 

LCO 3.1.1	 Fire Suppression System for the Waste Handling Building and Support Building 
(continued) 

SURVEILLANCE REQUIREMENTS 

SURVEILLANCE REQUIREMENT FREQUENCY 

4.1.1.1 VERIFY the water supply static pressure as measured at each riser to the 
WHB and Support Building identified in Table 3.1.1-1 is greater than or 
equal to 125 psig. 

MONTHLY 

4.1.1.2 VERIFY the primary or alternate tmtin-isolation valve§ for eaeh ri5er 
identified in Table 3.1.1-1 are is locked open. 

MONTHLY 

4.1.1.3 VERIFY that other isolation valves identified in Table 3.1.1-2 are locked 
open. 

MONTHLY 

4.1.1.4 VERIFY that the PIV(5) M50eiated with eaeh ri5er M identified in 
Table 3.1.1-1 i510eked open. DELETED 

MONTHLY 

4.1.1.5 Open the lTV associated with each riser as identified in Table 3.1.1-1 and 
VERIFY water-flow through the associated system. 

QUARTERLY 

4.1.1.6 Perform a main drain test to VERIFY that the water supply pressure 
reduction is less than or equal to 20 percent. 

ANNUALLY 
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3/4.1 FIRE PROTECTION SYSTEM
 

LCO 3.1.2 Fire Water Supply System 

LCO: The fire water supply system shall be OPERABLE. An OPERABLE fire water 
supply system consists of the following elements: 

The system shall maintain a water capacity of ~ 135,000 gallons. 

The system shall have two OPERABLE fire pumps. 

The following isolation valves shall be opened: FW-456-V-001. FW-456-V
019, FW-456-V-020, and FW-456-V-003. 

MODE Applicability: CH WASTE HANDLING and CH WASTE STORAGE 

PROCESS AREA CH BAY and UNDERGROUND (during CH WASTE transport using the waste 
Applicability: hoist) 

ACTIONS 

Condition Required ACTION Completion Time 

A. Fire Water capacity is 
< 135,000 gallons 

A.l 

AND 

A.2 

AND 

A.3 

AND 

A.4.l 

A.4.2 

Do not introduce any additional 
TRUPACT-lls or HalfPACTs with 
CH WASTE into the CH BAY and do not 
open CLOSED TRUPACT-lls or 
HalfPACTs with CH WASTE in the 
CHBAY. 

Post a FIRE WATCH in the CH BAY 

Initiate actions to restore water volume to 
the required level 

Restore the water volume to the required 
level 

OR 

Stop all CH WASTE HANDLING 
OPERAnONS in the CH BAY 

IMMEDIATELY 

1MMEDIATELY 

IMMEDIATELY 

8 HOURS 

8 HOURS 
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LCO 3.1.2 Fire Water Supply System (continued) 

SURVEILLANCE REQUIREMENTS 

SURVEILLANCE REQUIREMENT FREQUENCY 

4.1.2.1 VERlFY that there is > 135,000 gallons of water available to fight a fire 
within the Water Distribution System. 

Each shift 

4.1.2.2 VERlFY that the isolation valves FW-456-V-001, FW-456-V-019, FW
456-V-020, and FW-456-V-003 are is open. 

Each shift 

4.1.2.3 VERlFY that there is > 125 gallons of diesel fuel maintained in the diesel 
fire pump fuel tank. 

Each shift 

4.1.2.4 Perform an automatic start test on the fire pumps to assure each pump can 
automatically start at the proper pressure parameter. 

WEEKLY 

4.1.2.5 VERlFY that each fire pump is capable of pumping output of 
<: 1500 gallons per minute (gpm) at <: 105 pounds per square inch (psi) net 
discharge. 

ANNUALLY 
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Application 
to Safety 

LCO 

t 
t 

MODE 
Applicability 

LCO 3.1.1 ensures the OPERABILITY of the fire suppression system for the 
WHB and the Support Building. The fire suppression systems for the WHB and 
the Support Building are credited with reducing the frequency of a large fire 
causing the release of CH WASTE material (DOEIWIPP-95-2065). The fire 
suppression system accomplishes this function by preventing a small fire in the 
WHB from becoming a large fire that could cause significant damage to CH 
WASTE. 

The fire of concern could also originate in an area of the WHB (e.g., RH BAY, 
TMF) or the Support Building and propagate into the CH BAY. Therefore, the 
fire suppression systems in the remainder of the WHB (not just the CH BAY) and 
the Support Building are essential to preventing a fire from spreading to the CH 
BAY and impacting the CH WASTE. 

The WHB and Support Building are protected by automatic wet-pipe sprinkler 
systems. The sprinkler systems must be OPERABLE to respond to a fire. 
OPERABILITY ofthe sprinkler systems consists of the following: 

The static pressure at each riser identified in Table 3.1.1-1 shall be greater 
than or equal to 125 psig. 

The primary or alternate main-isolation valve~ for cach riscr identified in 
Table 3.1.1-1 shall be locked in the open position. 

All other system isolation valves identified in Table 3.1.1-2 shall be locked 
in the open position. 

Thc PIVs idcntificd in Table 3.1.1-1 shaH bc lockcd in thc opcn position. 

Water flow indication when the ITVs identified in Table 3.1.1-1 is opened. 

Main drain test results are less than or equal to 20 percent pressure change. 

OPERABILITY is verified by performing periodic checks of system pressure, 
routine inspection of system components and testing to ensure system operation 
(see SRs and Bases for 4.1.1.1, 4.1.1.2, 4.1.1.3, 4.1.1.4, 4.1.1.5, and 4.1.1.6). 

The only MODES in which CH WASTE is susceptible to a fire in the above 
ground areas are CH WASTE HANDLING and CH WASTE STORAGE. These 
are the only two MODES that allow the CH WASTE to be present outside of the 
transportation containers in the above ground areas. The transportation containers 
are designed to sustain the impact of a fire; therefore, these containers provide 
some protection for the WASTE which minimizes the potential release. In 
addition, CH WASTE HANDLING is the only MODE in which CH WASTE can 
be physically handled. Refraining from handling the CH WASTE reduces the 
number of possible initiators for a fire and reduces the exposure of the 
CH WASTE to these initiators. Therefore, this LCO is applicable only during the 
CH WASTE HANDLING and CH WASTE STORAGE MODES. 
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t


ACTION A.3 
(continued) 

ACTIONAA 

The Completion Time of 48 hours is an appropriate time-frame for this required 
ACTION. This allows ample time to complete WASTE HANDLING 
OPERATIONS in progress and place the CH WASTE in the safest possible 
configuration. The risk of a fire is relatively low within this short time period and 
the FIRE WATCH established in accordance with ACTION A.2 is capable of 
detecting and providing notification and/or extinguishment of incipient fires. 

The INOPERABLE portion of the fire suppression system for the 'NHB shaH be 
restored to OPERABLE ~ithin 2 WEEKS. The saecessful completion of thist 
ACTION limits the tirne that the CH VlASTE is wlprotected and sasceptible to t 

t
t
 

rue damage. The Completion Time of2 WEEKS provides adequate time to 
complete maintenance activities to retwn the system to OPERABLE statns. This 
time £ratne is acceptable based OIl the lo~ probability ofa fire event ~ithill thist 
period and recognizes the reduction in risk provided by the suspension oft 

t
 CII WASTE IIANDLING OPERATIONS atid the irnl'lernentation ofa FIRE 
WATCH. The t~o ~eek period is expected to allo~ sufficient time to perform t 

t
 

ACTION B.I 

ACTIONB.2 

the needed repairs to the fire suppression systern. 

The safety function of the fire suppression system in the Support Building is to 
prevent fires from becoming large enough to propagate into the CH BAY and 
impact the CH WASTE. When the fire suppression system in the Support 
Building is INOPERABLE, no additional TRUPACT-lIs or HalfPACTs with 
CH WASTE will be introduced into the CH BAY and CLOSED TRUPACT-lIs or 
HalfPACTs with CH WASTE in the CH BAY will not be opened. This 
requirement shall apply IMMEDIATELY upon entering Condition A. The 
Completion Time ofIMMEDIATELY is appropriate for this required ACTION 
due to the fact that the introduction of additional CH WASTE increases the 
potential consequences of a fire. As the CH WASTE in other above ground areas 
is required to be in a closed transportation container, there is less risk associated 
with the CH WASTE remaining in these areas (e.g., parking area) than there is 
with bringing CH WASTE into the CH BAY. 

When the fire suppression system in the Support Building is INOPERABLE, a 
FIRE WATCH shall be posted IMMEDIATELY in the AFFECTED AREA(s). As 
defined, the FIRE WATCH provides continuous monitoring of the area and allows 
for the notification and/or extinguishment of an incipient fire. The Completion 
Time of IMMEDIATELY is appropriate for this required ACTION because the 
FIRE WATCH performs the same safety function as the fire suppression system. 
Therefore, when the fire suppression system is INOPERABLE it is essential that 
there be an alternate form of fire detection to prevent the development of a 
large-scale fire capable of spreading into the CH BAY. 

Separate portions of the fire suppression system may become INOPERABLE 
independently; therefore, the FIRE WATCH is only required for the AFFECTED 
AREA(s). For the Support Building, the AFFECTED AREA will be the entire 
building in most instances. 
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t 
t 
t 
t 
t 
t 
t 
t 
t 
t 

ACTIONB.3 The INOPERABLE portion of the fire snppression system klr the Support 
Building shall be restored to OPERABLE within 2 VlEEKS. The successful 
completion of this ACTION limits the time that the ClI WASTE is wtprotected 
and susceptible to darnage due to a fire propagating into the ClI BAY f10m the 
Support Building. The Contpletion Time of2 WEEKS provides adequate time to 
complete maintenance activities to retwn the system to OPERABLE status. This 
time frarne is acceptable based on the low probability ofa fire event within this 
period and recognizes the reduction in risk provided by the irnplementation ofa 
FIRE WATClI. The 2-week period is e~ected to aHow sufficient tin}e to perform 
the needed repairs to the fire snppression system. 

SRs 

SR 4.1.1.1 Adequate water supply pressure is required for the proper functioning of the WHB 
and Support Building fire suppression systems. VERIFICATION shall be made 
on a MONTHLY basis that the water supply pressure is greater than or equal to 
125 psig at each sprinkler system. This pressure is considered to be adequate 
based on engineering judgment and past observations of tests that water is 
available to the waste hoist tower at this pressure. VERIFICATION consists of 
reading the specified gauges listed in Table 3.1.1-lfor each system. 

The above instrument value is not supported by an instrument uncertainty 
measurement calculation. Instead, it is supported by engineering judgment and 
expected margins to accommodate instrument measurement uncertainty. This 
FREQUENCY is based upon the Exception Paragraph 2.2.4.2 ofNFPA 25, 
Testing and Maintenance ofWater Based Fire Protection Systems. Failure to 
meet or perform this SR requires entry into Condition A or B according to where 
the INOPERABLE system is found. 

The specified gauges listed in Table 3.1.1-1 for the WHB and the Support 
Building fire suppression systems are a sealed gauge that are calibrated to a 
specified accuracy from the manufacture and therefore cannot be recalibrated. 
During the MONTHLY verification of the 125 psig, if a gauge is found to be 
INOPERABLE the system must be declared INOPERABLE, and Condition A or 
B entered according to where the INOPERABLE gauge was found. 

SR4.1.1.2 VERIFICATION shall be made MONTHLY that the primary or alternate main 
isolation valve~ klr each riser identified in the Waste Handling or the Support 
Building fire suppression system as listed in Table 3.1.1-1 are is locked open. 
This SR ensures that"aH required primary or alternate main- isolation valves for 
the WHB and Support Building sprinkler systems are verified in the locked open 
position providing assurance that an unobstructed flow path exists and that water 
supply is available to the sprinklers. The MONTHLY FREQUENCY has been 
determined to be adequate based upon NFPA criteria, past experience, and 
engineering judgment. Failure to meet or perform this SR requires entry into 
Condition A or B according to where the INOPERABLE system is found. 
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SR 4.1.1.3
 

SR 4.1.1.4 

SR 4.1.1.5 

SR 4.1.1.6 

VERIFICATION shall be made MONTHLY that the isolation valves listed in 
Table 3.1.1 2 within the WHB and Support Building suppression systems are 
locked open. This SR ensures that these valves are verified in the locked open 
position providing assurance that an unobstructed flow path exists and that water 
supply is available to the sprinklers. The MONTHLY FREQUENCY has been 
determined to be adequate based upon engineering judgment and NFPA 
FREQUENCY requirements for other such in-line valves. Failure to meet or 
perform this SR requires entry into Condition A or B according to where the 
INOPERABLE system is found. 

VERIFICATION shall be made MONTHLY that the isolatkm valves PIV(s} for 
the V/aste Handling or the Support Bnilding fire snppression system as listed in 
Table 3.1.1-1 is locked open. This SR ensmes that all required PIVs for the WHB 
and Support Building sprinkler systems are verified in the locked open position 
providing assmarice that an Wlobstructed flow path exists arid that water supply is 
available to the sprinklers. The MONTHLY FREQUENCY has bcen determined 
to be adtquatc based upon ~atPA critctia, past experience, and cl1gincclillg 
judgment. Failme to meet or perform this SR requires entry into Condition A 01 B 
according to where the RiOPERABLE system is fomid. DELETED 

The ITV(s) shall be opened QUARTERLY for each riser in the Waste Handling or 
the Support Building sprinkler system listed in Table 3.1.1-1. The test is 
performed to ensure that the systems operate as expected. The QUARTERLY 
FREQUENCY meets the requirements ofNFPA 25. Failure to meet or perform 
this SR requires entry into Condition A or B. 

A Main Drain Test shall be performed ANNUALLY on each WHB or Support 
Building riser listed in Table 3.1.1-1 to demonstrate that riser supply pressure 
responds appropriately to indicate flow path obstructions when the main drain 
valve is cycled. This SR allows those normal pressure variations that occur when 
water flows through the main drain valve at the riser. A fully or partially closed 
valve or other obstruction in the supply piping will cause an abnormally large 
drop in full flow pressure of the main drain when opened and a slow return to 
normal static pressure when closed. Acceptable variation in pressure indicates 
that all valves in the flow path from fire main up to the riser are open and that no 
other obstructions in the piping leading up to the riser exist. The acceptable 
variation is a pressure drop of less than or equal to 20 percent pressure change. 
System pressure must return to normal operating pressure upon closure of the 
main drain valve. The ANNUALLY FREQUENCY meets the requirements of 
NFPA 25. Failure to meet or perform this SR requires entry into Condition A or B 
according to where the INOPERABLE system is found. 
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Background Summary 
(continued) 

Application 
to Safety 

LCO 

MODE 
Applicability 

To avoid an unprotected cross-connect with the domestic water/utility system, 
which uses the north water storage tank as its supply source, the fIre water 
suction piping to the north water storage tank contains a spool piece, which is 
normally not installed. The spool piece is installed when it is necessary to use the 
water in the north tank as source of fIre water. 

LCO 3.1.2 ensures the OPERABILITY of the fIre water supply system which is 
essential to the proper performance of the sprinkler systems in the individual 
facilities. Again, the event of concern is the large fIre and the fIre water supply 
system is required to provide water to prevent the propagation of small fIres 
within the WHB and Support Building. 

The fIre water supply system provides water to the fIre suppression systems 
identifIed in LCO 3.1.1. In order for the fIre suppression systems to operate 
properly, the fIre water supply system must be OPERABLE. OPERABILITY of 
the fIre water supply system consists of the following: 

The system shall n;J.aintain a water capacity of 2 135,000 gallons. 

The system shall have two OPERABLE fIre pumps. 

The following isolation valves shall be open: FW-456-V-001 FW-456-V
019, FW-456-V-020, and FW-456-V-003. 

OPERABILITY is verifIed by performing periodic checks of the available water 
supply, routine inspection of system components, and testing to ensure system 
operation (see SRs and Bases for 4.1.2.1,4.1.2.2,4.1.2.3,4.1.2.4, and 4.1.2.5). 

The only MODES in which CH WASTE is susceptible to a fIre in the above 
ground areas are CH WASTE HANDLING in the CH Bay, CH WASTE 
HANDLING in the UNDERGROUND during CH transport using the waste hoist, 
and CH WASTE STORAGE. These are the only MODES that allow the CH 
WASTE to be present outside of the transportation containers in the above ground 
areas. The transportation containers are designed to sustain the impact of a fIre; 
therefore, these containers provide some protection for the CH WASTE which 
minimizes the potential release. Refraining from handling the CH WASTE 
reduces the number of possible initiators for a fIre and reduces the exposure of the 
CH WASTE to these initiators. Therefore, this LCO is applicable only during the 
CH WASTE HANDLING MODE in the CH BAY, CH WASTE HANDLING 
MODE in the UNDERGROUND during CH WASTE transport using the waste 
hoist, and CH WASTE STORAGE MODE. 
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SR 4.1.2.2	 VERIFICATION shall be made prior to each shift that the isolation valves FW
456-V-001. FW-456-V-019, FW-456-V-020 and FW-456-V-003 at the base ofthe 
file watel tank is are locked open. This SR ensures that the main isolation valve.§. 
for the fire water distribution system is are verified in the locked open position 
providing assurance that an unobstructed flow path exists and that water supply is 
available to the sprinklers. The prior to each shift FREQUENCY has been 
determined to be adequate based upon current practices and far exceeds the NFPA 
criteria for this type of SR. Failure to meet this SR requires entry into Condition 
A because ifthe valve is closed it is the same as having ful inadequate watel 
mtppIy. 

SR 4.1.2.3	 VERIFICATION shall be made prior to each shift that there is greater than 
125 gallons of diesel fuel in the diesel fire pump fuel tank. Both the 125 gallon 
level and the FREQUENCY ofprior to each shift are based on current SR 
practices. The 125 gallons of is judged to be adequate due to the fact that it will 
fuel the diesel fire pump for a period beyond the required 4 hour time period to 
empty the l80,000-gallon fire water tank. The FREQUENCY of prior to each 
shift is again judged to be adequate due to the infrequent number of times the 
diesel fire pump is required to be started from one shift to the next and there is 
also an electric fire pump that has the same capacity that is also maintained but is 
not under a formal surveillance program. 

Failure to meet this SR requires entry into Condition B. 

SR 4.1.2.4	 Perform an automatic start test on the both the electric and the diesel fire pumps 
WEEKLY. This automatic start test is performed to assure that the diesel fire 
pump automatically starts when system pressure decreases to 110 ±3 psig and the 
electric fire pump automatically starts when system pressure decreases to 
120 ± 3 psig. The WEEKLY FREQUENCY has been determined to be adequate 
based upon NFPA criteria. Failure to meet or perform this SR requires entry into 
Condition B or C according to the number ofpumps found to INOPERABLE at a 
time. 

SR4.1.2.5	 VERIFICATION shall be made ANNUALLY that the each fire pump is capable 
ofpumping 1,500 gpm at 105 psi. 

The 1,500 gpm at 105 psi net discharge is the rated capacity of the pumps to 
adequately deliver water supply to the required areas of the WHB and Support 
Buildings (SDD-FPOO). 

The ANNUAL FREQUENCY has been determined to be adequate based upon 
NFPA criteria. Failure to meet or perform this SR requires entry into Condition B 
or C according to the number ofpumps found to INOPERABLE at a time. 

The gauges used during normal operation ofboth the diesel and the electric fire 
pumps are removed and replaced with measurement and test equipment during the 
ANNUAL VERIFICATION of the output flow and pressure. Therefore, the 
sealed gauges normally installed are only used to confirm the output accuracy of 
the pump(s) under normal operation. Therefore, there is no requirement to 
calibrate the sealed gauges installed on either the electric or the diesel fire pumps 
to confirm OPERABILITY. 
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